Mt. Calvary Child Care
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of Mt.
Calvary Child Care, 17100 Chalmers, Detroit, M1, on May 8th, 2016. The sample
results taken in conjunction with this investigation are also presented on Appendix
1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Donald
Carpenter on May 2nd, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

Inaccordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

WS

Michael Etters Mgnica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, M148203
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APPENDIX 1
Laboratory Results and Chain of Custody
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Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M1, 48197-5166
(440) 449-2525, Fax: (440) 449-8585
ANALYTICAL REPORTS
SAMPLE CODE: 364769

512012016 7100 Chonlmerss - Yszos

Customer:  G. S. Group Source: Mt. Calvary Child Care, DC-01-KC-01-P
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Mi 48203

Date/Time Recelved:  5/10/2016 13:30
Collected by: : M. Etters
The resulls herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected' marked with an asterisk (") indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
YNAY Not Analyzed

"Standard"  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  Method Standard  Units LRL  Level  OF Dateffme  Date  DatefTime

Detected  Sompled . Prepped  Analyzed

Inorganic Analytes - Metals
g T e s e

sepois Gea0

s

These test results may be used for compliance purpose as required.

!Anaiyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Tesling Laboratonies, Lid.
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Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 364760
512012016
Customer:  G. S. Group Source: Mt. Calvary Child Care, DC-01-KC-01-F
Monilca Starks . .
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, Ml 48203

Date/Time Recelved:  5/10/2016 1330
Coliected by: M. Etters
The results herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time,
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This confaminant was not detected at or above our lower reporting limit (LRL)
“NA" Not Analyzed
"Standard"  This column indicates eithsr the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fed ld# Contaminant Method Stendard  Unts LRL  level = DF - DatefTime Date  DatefTime
‘ : . ~ ‘ -  Detected ‘ Sampled ‘ ‘Prepped Analyred

Inorganic Analytes - Matals

o fed 0 W08 G0 watGGRT 000 et Gesss e
These test results may be used for compliance purpose as required.
%Ans!yst Tesls
'EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in fulf, without the wrilten approval of National Testing Laboratones, Lid.
Page 1 of 1 354760 Lead Only Date Printed: §/20/2016 10:36:24 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354761
512012016
Customer:  G. S. Group Source: Mt Calvary Child Care, DC-02-CWF-02-P
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, M 48203

Date/Time Recelved:  5/10/2016 13:30
Gollected by: M. Etters
The results herein conform ta TNI and ISONEC 170252005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk {*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL)} or one of the Standards of
Quality.

“ND” This contaminant was not detected at or above our lower reporting fimit (LRL)
"NA" Not Analyzed
“Standard"  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline vaiues for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporting Limit, which is the lowest leve! that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Conaminant Method Standsrd  Units LRL  levl DF Dateffme  Date  DatefMme

 Deteced = Sampled = Prepped  Analyzed

Inorganic Analytes - Metals

1030 Lead ! sepots 020

These test results may be used for compliance purpose as required.

o ms

;Analyst Tasts

'EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 354761 Lead Only Date Printed: 8/20/2016 10.36:24 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354762
51202016
Customer:  G. 8. Group Source: Mt. Calvary Child Care, DC-02-CWF-02-F
Monica Starks
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, Ml 48203

Date/Time Recelved:  5/10/2016 13:30
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resuits are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk {*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detecled at or above our lower reporling limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the faboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contamnant  Method Standad  Unts LRL  level  DF Daeme  Date  Date/Time

 Deteled  Samped = Prepped  Analyzed
Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

iAnafyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 354762 Lead Only Date Printed: 5/20/2016 10:36:24 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354763
5/20/2016
Customer:  G. S. Group Source: ML Calvary Child Care, DC-02-CBF-03-P

Monica Starks )

17800 Woodward Ave Source City: Detroit

#200 . Source State:Mi

Detroit, Ml 48203

Date/Time Recelved:  5/10/2016 13:30
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceaded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detecled at or above our lower reporting limit (LRL)
"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the faboratory can detect a contaminant.
"DF* This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant ‘ MethodjStandard‘ Units 1RL level OF Dateffme Date Date/Time

 Deteted  Sampled  Prepped  Analyzed

Inorganic Analytes - Metals

g L T

T

S0t o820 smapow

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of Nationa} Testing Laboratories, Ltd.
Page 1 of 1 354763 Lead Only Date Printed: 5/20/2016 10:36:25 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354764
512012016
Customer:  G.S. Group Source: Mt. Calvary Child Care, DC-02-CBF-03-F
Monica Starks . )
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Ml 48203

Date/Time Received:  5/10/2016 13:30
Collected by: M. Etters
The results herein conform to TN and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. Alf Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected' marked with an asterisk () indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detecled at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the taboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Conlaminant  Method Standad  Units LRL  levl DF DatefMime _ Date  DatefTime
- o o - . Detected - _ Sampled - Prepped ~‘jAna§yzed

Inorganic Analytes - Metals
. W08 0015 mgl oot 0005

/2016 0820 sieizote.

1030  lead

These test results may be used for compliance purpose as required.

fyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd,
Page 1 of 1 354764 Lead Only Date Printed: 5/20/2016 10:36:25 AM




W National I estlng
Laboratori

Quality Water Arwlly

1-800-458-3330

Product:

Sample Pald: No

TSR: EF
Sold To:

G. 8. Group

Monica Starks

17800 Woodward Ave

Detrolt Ml 48203

Date Sampled :___6__1_?}_/_!_&_

Time Samp!ed:__ﬁ_:._ZQ Please Use Miltery Thne, e.g. 3:00pm = 15:00
Check Time Zone: EST D CSTJMST CIpst
Client Name: (

Phone Number: 3\3-» %qu Yoo s

Fax Number:

PWS ID# (if applicable): D/ the
Sample ID or Source: _9(‘/ ol- K'C" O\ - ?

Source Type: [] Spring [] Well Mumupat [ Ssurface
{7} Other.

City & State: ¥k N

(If Different than Above)
£
Sample Collected ByWA@

{Signature}

Sample Collected By: Hg m

Pieasa Print)

o] Gtz

Form Completed By:

Order Number:
Order Date:
Sample Number:

General Compliance

2076912 54759

04/19/2016
MR RN

Lead Only
Payment Method:

For Laborafory Use ONLY

Lab Accounting Information:
Payment $:;

Check #:

Lab C ts/Special instructions:

State Forms:

Lab Sample Inf
Date Recelved:

“MAY 10 IZ{HB

Tims Recelved _15_ &__
Recsived By: DLX

Sample recelpt i & acceplable.

Deviations from agceptable sample recelpt critera noted

on PSA form.

WLA ad Mo \oedion. e = 1oesion ¥ |
G v

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




54 National Testing General Compliance

Laboratones, Ltd. Order Number: 2076912
, Order Date: 04/19/2016 354760
P - T B ;
Quality Watar Anadysis Samplo Number MW e
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. S. Group v For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave .
Detroit MI 48203 Payment $:
Check #;
. £ab Commante/Special Instructions:
Date Sampled :§_Ij_l _Lé?_
Time Sampled f___,._..%- 2.20 Pioase Use Millary Time, e.g. 3:00pm = 15:00
Chack Time Zone: EJEST [JCSTIMSTIPST
Client Name: ﬂ,
Phone Number: 2\ 3. %L{q, BEHS

Fax Number:

PWS 1D# (if applicable): D/ t},h, -State Forms:

Sampie ID or Source:E'- Ol — %(/-O [~ P

Source Type: [] Spring [ Well [} Funicipal [] Surface
{7] Other:

-

City & State: ny m

(It Different than Above)
<
Sample Collected BWA@

Tgnamm)

Sample Collected By: M'g
Print)

Form Completed By: i ,.! 5 mf“")

N A
e\t ped ok Mo \pedion =W 5 Toadon 1%

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

A National Testing
Laboratories, Ltd. Order Number: 2076912 35761
N \ Order Date: 04/19/2016 VY7
Quality Water Analyst  Sample Number: L
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroft Ml 48203 Payment $:
Check #:

Date Sampled :§__I_ﬁ_l __Zé

Time Sampled :.‘5_:_2_0 Please Use Millary Time, 0.g. 3:00pm = 15:00
Check Time Zone: [EéST JestOmst]psT

CIientNameMrm C,b\ﬂ; 644!‘6

Phone Number: 2\3_ %‘C{u\l CsEHS

Fax Number:

Ok

PWS 1D# (if applicable):

Sample ID or Source: {)f - O -CIsF ——D‘Z.—?

tab Commonia/Special Instructions:

Stats Forma:

¥
Source Type: [7] Spring [] Well unicipal [7] Surface

[} Other.
City & State: (2 T ™.
(if Different than Above)
<
Sample Collected Bymb
(Slgnature)
Sample Collected By: MM Exfe
{Please Print)

Form Completed By: M’tdﬂ& @;{/m

““g’““\%%"% Sl o e \vedkion Nis & loadion T 2
s RV . k

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




&4 National Testing General Compliance
Laboratories, Ltd Order Number: 2076912 o
*‘ Order Date:  04/19/2016  99476)

Quality Water Analyids  Sample Number: MR URANE
. 1-800-458-3330 Product: Lead Only

Sample Pald: No Payment Mathod:

TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:

Check #;

Lab Commonta/Spocial Instructions:

Date Sampled :féﬁjﬂ_l_l_b_

Time Samphd:&_}.—m Pluase Uss Miitery Time, 0.g. 3:00pm = 15:00
Check Time Zone: [AEST [JCSTMST]pPST

Client Name: “' ‘/

Phone Number: 3\3_, %qu SE5H S

Fax Number:

PWS ID# (if applicable): D / e Stato Forms:

Sample ID or Saurce:?ﬁ,—f 0Z- pr-« 0Z~ F

Source Type: [] Spring [7] Well E}/ﬁunic!pal [ Surface
[} Other

City & State: ~\ kv, T ™Mr.

{if Different than Above)
<
Sample Collected Bs&/\/\/\m A/'C—;;

(Slgnature)

Sample Collected By: H&,@g E:‘ﬂ(,v"»

{Please Print)

Form Completed By: M}&L&yz_ W

S YT 1d ad Mo ledion s & loedion 7

Le
|

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




N4 National Testing

General Compliance

.aboratories, Ltd. Order Number: 2076912 354763
SN e, Order Date: 04/19/2016
Qualily Water Analyse  Sample Number: G A0
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:
Check #;

Date Sampled :QI_@_I _&9_

Time Sa«np!ed:m% 20 bessato Alttary Tima, 0.9, 3:00pm = 1600
Check Time Zone: @{EST OestOmstIpsT

Client Name: f\
Phone Number: ‘5\3, %Ll J-85p s
Fax Number:

WIS
Sample ID or Source: Dﬁ*OZ— @BF ‘03"?

Source Type: [7] Spring [] Well @/M;midpal [ Surface

PWS 1D# (if applicable):

{7} Other.
City & State: o ™M
(If Different than Above

<
Sample Collected BW Ae’:;

(Slgnature}
Sample Collected By: M;M v,

(Plase Print)

itz

Form Completed By: M’, .

Lab Commanta/Speclal Instructions:

State Forma:

Lab Sanple tnfonmfm:

Date Recsived: ”AV 1 0 2016
Time Recsived; 4'71

Recelved By:

Zémpfﬂ recalpt criterid checied & acceptable.
[7] Deviations from acgéptable Sample recalpt criteria noted
on PSA form,

;%gmg@%o %?ﬂé 3 é’m&?luk: ad e wai%, ""(g»iﬁ 5 loedion 3B

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




W/ Natlonal Testing General Compliance
kLaboratones, Ltd. Order Number: 2076912 354764
e ‘ Order Date:  04/19/2016

Sample Number: BB o

1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment $:
Check #:
Lab Commenta/Special Inatructions:

Date Sampled 5 fﬂ_ﬁl&

Time Sampled: % - ZQ Please Use Military Time, e.g. 3:00pm = 1500
Check Time Zone: esT (JesTOmMsST PST

Client Mame: %’\,

Phone Number: 3\3..; %b]u\,, 8ShS

Fax Bumber:

PWS [D# (if 2pplicable): éx);f e State Forms:

Sample 1D or 3Gurﬁsu~" 02 - CBF "03/ P Lab Sampla 'nformuéon'

Source Type: [] Spring [} Well mﬂk’i"a* {3 Surface Date Recsived: | || ﬁl&_Y_l_Q_iZQ!L
[] Other: '

Time Recelvedifiiif [ 2

City & State: n;;'\" }\-‘ L Received By: ‘;‘ i )

(if Differant than Above) S b AR

. B{wp!amlptaﬂe poked -
Sample Collected BYQW/LC/:—:; {] Deviations from agbeptatiie sample recsipt criteria noted
mm’ on PSA form.
Sample Coliected By: M T
P asePrtnt)

Form Completed By: M’MJMT @ﬁ{(fi)

m‘é ME %‘% %mn‘\uk ad e pedion —This o loedion #3
le '

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




